NOTES:
1. All materials and construction shall conform to the requirements of the Standard Specifications.
2. Unstable soil and/or steep slopes may require deeper foundations. See Standard Specifications or project Special Provisions.
3. Mounting anchor bolt studs shall project above the foundation a minimum of 2 inches.
4. Use an approved silicone sealer (RTV type), grey in color or clear between cabinet and foundation.
5. Elevation of cabinet foundation shall be a minimum of 4 inches above ground line.
6. A 1 inch sleeve shall be placed at the depicted location to accommodate a ground rod.
7. In unpaved areas, a raised PCC pad 36" x 4" x 46" shall be placed in front of the cabinet, and the pad shall be set 2 inches below the foundation elevation. Slope pad away from cabinet to drain (5%, Min).
8. Conduit placement and grounding configuration shall be verified to conform to the specific requirements of the UPS cabinet manufacturer.
9. All conduits shall project above the foundation 2 inches minimum to 4 inches maximum. Conduits shall be capped.
10. The foundation bolt pattern shall be as depicted. The mounting holes in the UPS cabinet shall fit the foundation bolt pattern.